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CLARIFICATIONS 
 
 
QUESTION:  Can you tell us if this project will be a wood frame 
dormitory or a steel frame dormitory? 
 
RESPONSE: Section 01010 prohibits wood framing: 
 
"2.5.4   Prohibited Items: Timber or light gage cold-formed stud 
bearing walls and floor/roof systems, as well as items which do not 
meet the minimum requirements already listed, are not acceptable for 
the major structures of this project." 
 
QUESTION:  In reviewing the current Dept of the Army "New Barracks 
Construction Criteria"  11 June 2002, I don't see a 4 person module.  
Where can I find typical criteria for this layout? 
 
RESPONSE:  The Air Force uses the Unaccompanied Housing Design Guide, 
located at the following web site. 
http://www.afcee.brooks.af.mil/dc/DCD/arch/enlisteddormitories/pdf/Dorm
DesignGuide.pdf 
 
Step II of the solicitation will provide a concept module floor plan 
drawing in the Appendix D - RFP Drawings. 
 
QUESTION: In regard to the construction that is envisioned/required, 
will there be any force protection requirements? 
 
RESPONSE:  Yes, Section 01010 requires force protection 
 
"2.9 FORCE PROTECTION REQUIREMENTS 
The Clear Dormitory is considered a primary gathering structure and the 
following shall apply. Project design and construction shall conform to 
UFC 4-010-01." 
 
QUESTION:  Will the structural design have requirements for 
progressive collapse? 
 
RESPONSE: Yes, Section 01010 requires progressive collapse 
considerations 
 
"2.5.2 Minimum Requirements - Special consideration shall be given to 
the prevention of progressive collapse per UFC 4-023-03 and force 
protection issues per UFC 4-010-1. 
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CLARIFICATIONS (con’t) 
 
 
QUESTION:  Is a topographic survey available? 
 
RESPONSE:  Yes, Step II of the solicitation will provide the 
topographical drawings in the Appendix D - RFP Drawings. 
 
QUESTION:  Has geotechnical work been completed? 
 
RESPONSE: Yes, Step II of the solicitation will provide the 
geotechnical findings report only in Appendix A - Geotechnical Findings 
Report.  Contract requires contractor to provide the geotechnical 
design. 
 
QUESTION: Has a hazmat survey been completed? 
 
RESPONSE:  Yes, Step II of the solicitation will provide the survey 
reports in Appendix C - Hazardous Materials Survey Report. 
 
QUESTION:  Will Step 2 include a design with materials already 
selected? 
 
RESPONSE: Conceptual design only, Section 01010 requires the 
following:  
 
"1.5 DESIGN CONCEPT Design of the new dormitory should be compatible 
with the scale, form, color and materials of the surrounding built and 
natural environment at Clear Air Force Station." 
 
" 2.4.1.1 Overall Building Design and Building Systems  
i. Exterior finish materials shall be selected for durability, 
functionality, economy, ease of maintenance and architectural 
compatibility to base standards, as described in Base Compatibility 
Standards." 
 
"2.4.1.4 Interior Design and Finishes 
The interior design of the facility must be integrally related to the 
overall architectural scheme. All interior materials shall be in 
accordance with the Unaccompanied Housing Design Guide (UHDG) of 
January 2005. The successful proposer shall provide a Comprehensive 
Interior Design CID) package, as established in SECTION 01012 DESIGN 
AFTER AWARD of this RFP" 
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QUESTION: Is there determined square footage for the project? 
 
RESPONSE: Yes, Section 01010 requires the following: 
 
" 2.4.1.1 Overall Building Design and Building Systems 
Although the Gross Building Area (GBA) requirement for Unaccompanied 
Housing is 33 m2 per resident, the Unaccompanied Housing Design Guide 
(UHDG) of January 2005 states that these limitations may be increased 
by up to 5 m2 per resident, to support installations with site-specific 
programming requirements, specifically located in a sub-arctic climate.  
With these considerations in mind, and in order to allow for 
flexibility in design, as well as to promote creativity in developing 
facilities providing good value to the Government, this project may be 
designed using a Gross Building Area factor of 38 m2 per resident. This 
facility shall be capable of accommodating 84 residents." 
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